
Ref. A.C.W.A.(South):-Paid/2024-25/Pl-2/Challan no 484   Dt 27.03.2024                             S. No 8112                       Date:   08.04.2024

04 04 2024Date of Sample collection  :- U4.U4.ZUZ4

S.No Characteristics Unit Acceptable Limit Permissible Limit UGT NEARRECEPTION TAP DRINKING POINT.NEARROOMN0105

I. Clarity Unit 5 15Agreeable ClearAgreeable ClearAgreeable

2.3. OdourTurbidity Agreeable

NTU I 5. 1.907.4464 2.027.41

4. pH value                 i 6.5-8.S No relaxation

5. Conductivity llmho/cm2 - 52413411

6.7. Total Dissolved SolidsPhenolphthalein mg/Lmg/L 500 2000 302
- - NIL NIL

alnl
600 98 104!I8. To(taas'!::adi:;ty         iTotalHardnessI(asCac03) mg/L 200

9. mg/L 200 600 128 144

10. Carbonate hardness mg/L - 98 104

11. Non-CarbonateHardness mg/L 30 40

12. |       CalciumHardness        i          mg/L
- 92 96!48

13.14. Magnesium  HardnessAmmonia(asTotalN) mg/L 36
mg/L 0.S No relaxation ND ND

1S. Nitrite (as N)
i          mg/L

- ND ND                          I3.01

16 Nitrate i         M8/L
45.0 3.1

400 40 44'1718.19. Sulphate (as  S04)Chloride(asCl) mg/Lmg/L 200

250 1000 46 56

Iron                        i           Mg/I - I.0 0.02 0.02                       I0.25

20 Fluoride mg/LI I.0 1.5'200 0.12

36.8 38.421.22.23. Calcium (as Ca)Magnesium(asMg)FreeResidualChlorine mg/L 75

mg/L 30 loo 8.64 11.52

mg/L 0.2 I I.63 0.46                        I
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Dated: 06.04.2024

No. DJB/DTQC/ CWA (W8is) Ill / ACWA (south)/ Bact./P.S./2024-Z025/O|ro2/04.04.2024

Bacterioloaical Analysis Report as_E!er IS 10500:2012

To
Banyan Tree School

3 Lodhi Institutional Area

New Delhi - 110003

Party Ref.No./Date: NIL/Dt:27.03.2024
Deptt.Challan No. /date:    484/27.03.2024
Dt.of sample collection: 04.04.2024
No. of sample:    Two(02)
Collected by:  Sh. Nagendra Ojha
Desig.-       Lab./Tech.

SL.NO. Particulars clarity Residualchlorine Totalcoliform/E,coliin100mlsample

1. U.G.T Near Reception of the school clear 1.63 0

2. Tap Drinking Point near room no.105 of the school Clear 0.46 0

RESULT:-           Collectedwatersampleasmentionedaboveatsr. No.        1&2       were       found
bacteriological  satisfactory,  hence  the water/source  is  fit for  drinking/recreational  purpose
subject to satisfactory attached Physical-Chemical Analysis report also.
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MUNICIPAL CORPORATION  OF  DELHI
PUBLIC  HEALTH  DEPARTMENT, CENTRAL ZONE

SHIV MANDIR MARG,  LAJPAT NAGAR,  NEW DELHI

"ormo|ouz|2;o2j3ljL4_9

SCHOOL HEALTH  CERTIFICATE  '

Name of the school: Banyan Tree School

Address of school:   03,  Lodhi  Institutional Area  New  Delhi

Shifts:        ONE                                Timing:  MORNING

No. of students:                         Boys:  386           Girls:  244          Total:  630

No.of staff(Teachers):         Female:39            Male:   10           Total:49

That the accommodation  provided  for the class rooms as calculated.

1.             (A) On  floor space  is sufficient                                                               Yes

(8)  On  Cubic space  is sufficient

2.            That the classrooms are well ventilated

3.            Thatthe classrooms are kept eat and clean

4.            That the classrooms are well  lighted

Yes

Yes

Yes

Yes

Dated: J3¢/#3

ii=

Thatthe  building  is  not  in  substantial  repair in  the class  of               NIL

.giv5.            That the drinking water is wholesome                                         Wholesome
giv`

6.            That the  latrines  arrangement is  adequate  and  there  are sufficient  latrines.

7.            That urinals.arrangement  is adequate  and there are  sufficient  urinals

This certificate  is  issued  for sanitary and  hygienic condition  from  health  point  of view of the

school   premises.   This   certificate   has   no   bearing   structure   stability   and   fire   safety.   This

certificate is valid for one year from the date of issue.

This certificate is only for this  building.
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